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1. Application Name

The Application Name is changed from “PowerTrac USB Software” to “B-
SMART User Software”.

2. Installation Wizard

a. Welcome Screen
17 B-SMART.v2.2.113 — X

Welcome to the B-SMART v2 2 113 Setup Wizard

B-SMART <3 sz

The installer will guide you through the steps required to install B-SMART v2.2.113 on your
computer.

WARMING: This computer program is protected by copyright law and intemational treaties.
Unauthorized duplication or distribution of this program, or any portion of it, may result in severe civil
or criminal penalties, and will be prosecuted to the maximum extert possible under the law.

Cancel = Back . MNext =

b. License Agreement
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12 B-SMART.v2.2.113 - X

B-SMART < e

License Agreement

Please take a moment to read the license agreement now. If you accept the terms below, click ™|
Agree”, then "Next". Ctherwise click "Cancel”.

WARNING: THIS PROGRAM IS PROTECTED BY COPYRIGHT ~
LAW.

UNAUTHORIZED REPRODUCTION OR DISTRIBUTION OF
THIS PROGEAM OF. ANY PORTION OF IT IS PROHIEITED,
UNLESS SUCH REPRODUCTION OR D{ISTRIEEUTIDN IS
EXPRESSLY PERMITTED BY BULLDOG BATTERY COEP.

()| Do Not Agree (®) | Agree

Cancel < Back MNext =
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c. Installation Folder

#7 B-SMART.v2.2.113 — X

Select Installation Folder

The installer will install B-SMART .vZ.2.113 to the following folder.

To install in this folder, click "Mext”. Tao install to a different folder, enter it below ar click "Browse".

Folder:
C:MProgram Files [+861%8 ulldogB atten s BSMART Browse...
Disk Coat..
Cancel < Back  Next >
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d. Confirm Installation

#7 B-SMART.v2.2.113 — X

Confirm Installation

B-SMART < s

The installer is ready to install B-SMART v2.2.113 on your computer.

Click "Mext™ to start the installation.

Cancel < Back - Next >
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e. Installation Complete

#7 B-SMART.v2.2.113 — X

Installation Complete

B-SMART < s

B-SMART v2.2 113 has been successfully installed.

Click "Close" to exit.
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3. Application Icons
a. Desktop Icon

B-SMART
User Software

b. Taskbar Icon
ENG 1216 PM

32 71 ) INTL  3/15/2021 EI

c. Main Window Icon

) B-SMART User Software

Fle Data Synchronization  Window  Help

Power Designers Sibex Page 7 of 29 Your Vision, Our Technology
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4. Add/Remove Programs

[ Programs and Features — O ht
« v E. <« All Control Panel lterns » Programs and Features v | D L Search Programs and Features
Contrel Panel Home .
Uninstall or change a program
View installed updates To uninstall a program, select it from the list and then click Uninstall, Change, or Repair.
' Turm Windows features on or

off Organize *  Uninstall Change  Repair SEEE 9
Name - Publisher
ﬁﬁppleﬁpplication Support (64-bit) Apple Inc.
‘W Bonjour Apple Inc.
) B-SMART.v2.2.113 BulldogBattery
[55] ChartDirector for MET
[8Z] ChartDirector Help for Visual Studio NET
[#5] Component Checker Microsoft
[85] Crystal Reports Basic for Visual Studic 2008 Business Objects
[85] Crystal Reports Basic Runtime for Visual Studio 2008 Business Objects
[85] Crystal Reports Basic Runtime for Visual Studio 2008 (x64) Business Objects
[E] Crystal Reports for MET Framework 2.0 (x64) Business Objects
[85] Crystal Reports for MET Framework 2.0 (x86) Business Objects
[ Crystal Reports Update Service Business Objects
< >

BulldogBattery Product version: 2.2.113
J Size: 76.1 MB
Power Designers Sibex Page 8 of 29 Your Vision, Our Technology
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5. Application Forms
a. Main Form
#) B-SMART User Software

Fle | Data Synchronization  Window  Help
Open Database

Mew Database

Prirt Preview
Print
Print Setup

E¢m m T

|

ls Instant Data Recorder

(] B

#3 B-SMART User Software
Fle Data  Synchronization  Window  Help

o B 5 A EB

B-SMART Direct Connection

Power Designers Sibex Page 9 of 29 Your Vision, Our Technology
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b. About Form

&} B-SMART User Software - O ¥
Fle  Data  Synchronizaton  Window  Help

A SR

About B-5MART User Software

B-5MART User Software

Version 2.2.113
Build 774410

Buldog Battery Comporation

Build Date : Mar 15, 2021

o ]
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c. Direct Connection Form

) B-SMART User Software - O b4
File Data Synchronizaton  Window  Help

IS AN %)

Status

Setup

Curmrent Event

Present Status

Battery ID

Event Type

Present Voltage

Truck D

Event Start

Present Temp

Plant 1D

Evert Duration

Present Cumrent

Factory 1D

Evt Charge Ahr

Present Time

Mominal Voltage

Ewt Discharge Ahr

Event Counter

Mominal Capacity

Evt Charge kWh

Global Counter

Warmanted Ahr

Evt Discharge kWh

Cycle Counter

Install Time

Event Alarms

Ahrs Charge

High Temp Alarm

30 Sec Voltage Avg

Ahrs Discharge

High Volt Alam

Max Voltage

Hours Charge

Low Volt Alarm

Max Voltage Time

Hours Discharge

High Curr Alam

Min Voltage

Hours Open

Electrolyte Alarm

Min Voltage Time

SW.HW Config

EL Debounce Time

Max Cument

Charge kWh

Cpen -= C/D Delay

Max Curr Time

Discharge kWh

C/D -= Open Delay

Max Temp

Present Capacity

C/D -» D/C Delay

Max Temp Time

Last EQ Time:

Shunt Size

Min Temp

Fimware Rev

MNumber Of Posts

Min Temp Time

Open Circuit Limit

S0C

Cument Sharing

Hi,Mi,Lo Gain Zero AD

| ® -5uART Direct JUSBPon ~[[Wireless Adapter |[ Scan | | Gonnest | | @uickLook | | Download Everts | | Download RealTime Data |
() Through Charger | Clear Events || Clear RealTime Data |

Power Designers Sibex Page 11 of 29 Your Vision, Our Technology
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d. Database required messages

MDE database file required... >

To Download B-5MART Events into database, Please select a
mdb database file.

Cancel

MDE database file required... >

To Download B-5MART RealTime Data into database, Please
select a mdb database file,

e. Communication Timeout Message

B-SMART Communication Timeout, ot

| B-SMART communication timeout. Please try again later!

Power Designers Sibex Page 12 of 29 Your Vision, Our Technology



| T P>l \
v 4 .
poOwer dES\‘g\'\E\"S

sibeX

f. Communication Collision Message

B-SPMART Communication Collision. pod

Communication collision with another B-5MART device, Please
! try again later!

SEMT FID: 12345670 Received FID: 123456385 Caller:

events_download

g. Events Download Refused Message

Download refused! pod

Global counter in Database exceeds global counter in
B-SMART!
Global counter in database: -1
Global counter in B-5MART: 85476

h. Database Warning Messages

Warning! -

Cannot find the B-5MART Settings record in the database.
! Download canceled!

Power Designers Sibex Page 13 of 29 Your Vision, Our Technology
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Warning! =4

| Cannot select B-5MART Settings ID

i. Cannot connect to device

Warning! *

Cannot connect to B-5MART device! Please select B-5MART
! Factory ID from the list and try again.

Power Designers Sibex Page 14 of 29 Your Vision, Our Technology
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j. RealTime Params

] B-SMART Internal Tables I ®

RealTime Params

RealTime Monitor
Sample Timer [mm:ss]
dV Vokage Enable
dV Vottage [V]
dl Curent Enable
dl Cument [A]
ct Temp Enable
dt Temp [C]

Save Corfig | ILuad Corfig | | Defaults |

Power Designers Sibex Page 15 of 29 Your Vision, Our Technology
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k. PowerTrac Info Form

Battery 1D Factory 1D Truck 1D Records First Evt Time Last Evt Time
0 UMIT 515 - - :

Time Interval Events/Reports
(®) Al Events From: | 3/18/2020 v| |D|]:DD 5 | | Daiy R | |I! Summary |
O Fiter By Peiod ~ To: [/ 62021 | [2359 2]
| Cycles Table | | Battery Report |
Charts -
 Max Charge Vokage v Single Chart | EventsTable | | SteAnayss |
e | Export Data | | Import Data |

[ essenss | [ Dolete Recon |

Units loaded: 1

Power Designers Sibex Page 16 of 29 Your Vision, Our Technology
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) B-SMART Settings

PowerTrac Settings Form

Status Setup Current Event
Present Status MNone Battery 1D RTKOD032304 Event Type Discharge
Present Voltage 7377 Truck 1D UNIT 519 Event Start 01/06/2021 11:35:41
Present Temp T72['F] Plant ID NOV Event Duration Dh:19m:22s
Present Current 963 Factory |0 19120507 Ewvt Charge Ahr 09
Present Time 01/06/2021 11:55:02 Nominal Voltage 72 Ewvt Discharge Ahr 22
Event Counter 3572 Nominal Capacity 700 Ewvt Charge kWh 0.07
Global Courter 3572 Wamanted Ahr &OD0DD Ewvt Discharge kWh 1.58
Cycle Counter 2167 Ingtall Time 1/1/2015 Event Alams 0oC
Ahrs Charge 65109 High Temp Alam &0 Set Voltage Awvg 7405
Ahrs Discharge 395794 High Volt Alam 26 Max Voltage 789
Hours Charge 1054 Low Volt Alamm 1.7 Max Voltage Time 01/06-2021 11:35:41
Hours Discharge 436 High Current Alamm 1000 Min Voltage 6338
Hours Open 4051 Electrolyte Alamm Active Low Min Voltage Time 01/06/2021 11:37:51
SW.HW Config 5P. 3 EL Debounce Time 120 Max Current -1004.7
Charge kWh 56252 Cpen -= C/D Delay 5 Max Curmrent Time 01/06/2021 11:37:51
Discharge k'\Wh 2899 47 C/D -= Open Delay 600 Max Temp T75[F]
Present Capacity 693 C/D -» D/C Delay 30 Max Temp Time 01/06/2021 11:50:56
Last EQ Time 01/03/2021 10:46:27 Shunt Size 1000 Min Temp T5.7[F]
Fimware Rev 205 Number Of Posts 2 Min Temp Time 01/06/2021 11:35:41
Open Circuit Limit b S0C 78
Current Sharing 100 LZ Hilo, L1: Hilo Zero |-17,-18,-18 17

m. Loading Report Error

Warning!

| There is no data to load the B-5MART Settings Report.

Power Designers Sibex
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n. PowerTrac Settings Print Preview

S 4 » M

Main Report |

Status
Present Status

Present Voltage
Present Temp
Present Current
Present Time
Event Counter
Global Counter
Cycle Counter
Ahrs Charge
Ahrs Discharge
Hours Charge
Hours Discharge
Hours Open

SW, HW Config
Charge EWh
Discharge kEWh
Present Capacity
LastEQ Time

Firmware Rev

None

7377

TT.2[°F]
-96.30

1/6/2021 11:35:02

3,972
3,972
2,167
65,109
39,794
1054

1.3
3625.2
289947
693

1312021 22:46:27

2.05

B-SMART Settings

Current Page No.: 1

| B-SMART Settings Report |

Setup
Battery ID

Truck ID

Plant ID

Factory ID
Nominal Voltage
Nominal Capacity
Warranted Ahr
Install Time

High Temp Alarm
High Volt Alarm
Low Volt Alarm
High Current Alarm
Electrolyte Alarm
EL Debounce Time
Open = C/D Delay
C/D -= Open Delay
C/D -=D/C Delay
Shunt Size
Number Of Posts
Open Circuit Limit

Current Sharing

Total Page No.: 1

RTK00082304
UNIT 5-19
NOV
19120507
72

700
600,000
01/01/2015
60

26

17

1.000
Active Low
120

5

600

30

Page 10of 1

Current Event

Event Type

Event Start

Event Duration
EvtCharge Ahr
EvtDischarge Ahr
Evt Charge KEWh
EvtDischarge kWh
Event Alarms
SetVoltage Avg
Max Voltage

Max Voltage Time
Min Voltage

Min Voltage Time
Max Current

Max Current Time
Max Temp

Max Temp Time
Min Temp

Min Temp Time

50C

3/17/2021

Discharge
1/6/2021 11:35:41
Oh:19m:22s

1

22

0.07

1.58

oc

74.05

75.90

1/6/2021 11:35:41
634

1/6/2021 11:37:51
-1,004.7

162021 11:37:31
T7.5[F]
1/6/2021 11:50:56
75.7[*F]
01/06/2021 11:35:41
78

L2: Hi,Lo, L1: Hi,Lo Zero -17, -18, -18. -17

©Bulldog Battery Corp.

Zoom Factor: 100%

Power Designers Sibex
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0. Battery Summary

G o N - Pt Repot | Expot Report

B-SMART Battery Performance Report Print Date - 3/18/2021
Download Date 1/6/2021 11:55:02 AM | Battery 1D RTK0O0082304
Truck ID UMIT 5-19 Plant ID NOV
Nominal Voltage 72V Nominal Capacity | 700 Ahr

| B-SMART sP settings |

High Voltage Alarm 2.6 [VPC]

Low Voltage Alarm 1.7 [VPC]

High Current Alarm 1000 A

High Temp Alarm 140 °F

Open->CD Delay 5 seconds

CD-=DC Delay 30 seconds

CD-=0pen Delay 600 seconds

Open Circuit Limit 5A

Shunt Size 1000 A

Number of Posts 2

Current Sharing 100 %

Current Zeroing -17:-18;-18;-17 counts

Firmware Version 2.05

B-SMART Battery Lifetime Accumulated Summary Since Installation

Install Date and Time 112015

Weeks of Operation 33

Hours of Operation Summary Charge Discharge Open

Tetal 1.054 Hrs 436 Hrs 4.051 Hrs
% Usage 19% 8% 3% .
Current Page No.: 1 Total Page No.: 2 Zoom Factor: 100%

Power Designers Sibex
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Print Preview Battery Summary

T OH 4 W - Pint Report | Export Report

I Main Report |

B-SMART Battery Lifetime Accumulated Summary Since Installation

Install Date and Time 1172015
Weeks of Operation 33
Hours of Operation Summary Charge Discharge Dpen
Total 1.054 Hrs 436 Hrs 4051 Hrs
% Usage 19% 8% 3%
Total Ahrs of Operation Charge Disharge % Abhr Returned
65,109 Ahrs 39,794 Ahrs 164%
Total kWh of Operation Charge Disharge
5,625 kWh 2,899 kWh
Warranted Ahrs Summary Tctal Used Remaining
600,000 Ahrs 39,794 Ahrs 360,206 Ahrs
Event Counter 3972
Cycles Counter 2167
E-SMART Battery Data Page 1 of 2 ©Bulldog Battery Corp.

Current Page Meo.: 1 Total Page No.: 2 Zoom Factor: 100%

p. Battery Summary — Export to Word

b-SMART Battery Performance Report

Download Date: 1/6/2021 11:55:02 AM Battery ID RTKO00082304
Truck ID UNIT 5-19 Plant ID NOV
Nominal Voltage 2V Nominal Capacity 700 Ahr

B-SMART SP Settings

Hiah Voltage 2.6 VPC]

Power Designers Sibex Page 20 of 29 Your Vision, Our Technology



= \ vl '\
7 s
poOwer dES\'g\'\EFS

sibeX

g. PowerTrac Battery Report — Export to Word

B-SMART Battery Report Print Date: 3/18/2021 12:50:00 PM

Battery Usage 700AH

H AHR Discharge H QPP Max Fast Charge Max

Battery Discharge Hours

24.00

20.00

16.00

12.00

400

0.00

Bulldog Battery Corp. Page 1 of 6

Power Designers Sibex Page 21 of 29 Your Vision, Our Technology
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r. Battery Report Settings

Power Designers Sibex

BatteryReport Settings

Battery |sage Settings
QPP Max %

!g
a.\_\?

Fast Charge Max %

Battery Capacity Comection
() Enabled {® Disabled

B-SMART Batteny Capacity

Battery Capacity Comection AH

AH

ﬁ

Temperature

() Celsiuz (@) Fahrenheit

Battery Daily Plug-Ins Comection

Skip Refresh Changes

Charge Time < 5 = min

[] Charge &hrs <

Page 22 of 29

Battery Min Discharge Voltage

Min Voltage VEC
Max Vottage VPC
Yoltage
() Voltage (@) Voltage per cell
Mumber Of Posts Comection
() Enabled (@) Disabled
B-SMART Mumber of Posts 2
Mumber Of Posts Comection

Max Charge % Calculation

Max Charge % = End Charge Volt (VPC) / VPC

Your Vision, Our Technology
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s. PowerTrac Events Report

|| B-SMART Events For Battery D: RTKOD082304 =N Ech ==
EvertID  BateylD  FactoylD  EventType  EventStat  Duration Bvent b G o e QT .
5 02h:08:17 D 0 1 0
] RTK0D082304 | 19120507 Vied, 05/20/... |00h:14:15 12 0 0 0 0
1 RTK0D032304 | 19120507 Discharge Vied, 05/20/... |00h:02:50 3 0 0 0 0
14 RTK0O082304 | 19120507 Discharge Thu, 05/21/2... |00h:04:25 4 0 0 0 0
17 RTKOO082304 | 19120507 Discharge Thu, 05/21/2... |00h:16:35 21 0 0 0 0
20 RTKD0082304 | 19120507 Discharge Thu, 05/21/2... |00h:11:37 15 0 0 0 0
2 RTK0D082304 | 19120507 Discharge Thu. 05/21/2... | D0h:20:11 24 0 0 0 0
25 RTKOD032304 | 19120507 Discharge Thu, 05/21/2... |00h:03:39 2 0 [ 0 0
28 RTK00082304 | 19120507 Discharge Thu, 05/21/2... |00h:54:19 47 0 0 0 0
M RTKOO082304 | 19120507 Discharge Thu, 05/21/2... |00h:42:40 ) 0 0 0 0
kFl RTKOD022304 | 19120507 Discharge Thu, 05/21/2... |00h:11:44 3 0 0 0 0
8 RTKDD082304 | 19120507 Discharge Fri, 05/22/20... |00h:39:37 kY 0 0 0 0
41 RTK0D032304 | 19120507 Discharge Fi, 05/22/20.. |01h:17:59 0 0 0 0 0
4 RTKD0082304 | 19120507 Discharge Fri, 05/22/20... |00h:09:49 3 0 0 0 0
46 RTK0D082304 | 19120507 Discharge Fri. 05/22/20... | D0h:36:21 a0 0 0 0 0
211 DTEANNOTINA | 101 RNT Mhinnk —rm - Ca MR &30 N - W0 10 n n n n o R4
Power Designers Sibex Page 23 of 29 Your Vision, Our Technology
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t. PowerTrac Events — Print Preview

|'__le Print Preview Events Table For Battery [D : RTKOD082304
Mo | 2 85% ~|# € 1of88 >

Events Table For Battery 1D : RTKOD082304
- A

Event ID Battery ID Factory ID Event Type Event Start D uration Ewvent Ahr EE gmﬁ Emﬁ gl-;mﬁ hll;rms Max Temp"F |Max Temp Tme
& RTH Wed, 03/200202 |o 112 0] ] ] ] 3232 W202020 43513 P
i RTK Wed. I 1z 0 0 0 0 ]

RTH Wed, 50 &3 ] ] ] ] 0
14 RTH Tha 425 14 ] ] ] ] 0
i7 RTH Tha 633 3 ] ] ] ] 0
20 RTH Tha 7 15 ] ] ] ] 0
2 RTH Tha |74 ] ] ] ] 0
25 RTKOOD: Tha 32 I ] 1] ] 1] 0
28 RTKO00E2304 47 ] 1] ] 1] 0
31 RTKD00E2304 [24 0 1] 0 1] 0
34 RTKD00E2304 & 0 1] 0 1] 0
38 RTKD00E2304 00h:35:37 |1 0 1] 0 1] 0
41 RTKD00E2304 01h:17:59 B0 0 1] 0 1] 0
42 RTKD00E2304 00h:05:49 & 0 1] 0 1] 0
48 RTKOD0E2304 [0 0 0 0 0 il
45 19 0 0 0 0 il
52 10 0 0 0 0 il
£2 |21 0 0 0 0 il
€3 12 0 0 0 0 il
&l 147 0 0 0 0
72 14 0 0 0 0 0
73 2 ] o ] o ]
7 71 0 0 0 0 0
&0 0 0 0 0 0
k<) 0 0 o 0 o 0
£ Wed, 03/277202 s 0 0 0 0 ]
£:5) Wed, 03/277202 23 0 0 0 ]
a2 Wed, 03/277202 |z 0 0 0 0 ] SI2TV2020 51728 A
a5 Wed, 057277202 ] o o ] 2T2020 8:38:02 A
Er Wed, 03/277202 17 0 0 0 ] 21.78 322020 55222 A
o [Wed, 05/277202 s 0 0 0 0 ] 2158 SM2T 2020 10

I f [

Power Designers Sibex
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u. PowerTrac Cycles Report

B-SMART Cycles For Battery ID: RTK00022304 o[ =
~
CyclelD  BatteryD  FactoylD  CycleType  CycleStat  Durafion Cycesnr qv WV QT
2 RTKDOD22304 | 19120507 Discharge Wed, 05/20/.. 1
5 RTKD0022304 | 19120507 Discharge Viled, 05/20/... |Oh:14m 12 0 0 0 0
] RTKD0022304 | 19120507 Discharge VWed, 05/20/.. |Oh:2m 3 0 0 0 0
10 RTKD0022304 | 19120507 Discharge Thu, 05/21/2... |Oh:4m 4 0 0 0 0
13 RTKD0022304 | 19120507 Discharge Thu, 05/21/2... | Oh:16m 21 0 0 0 0
16 RTKD0022304 | 19120507 Discharge Thu, 05/21/2... |Oh:T1m 15 0 0 0 0
18 RTKDO022304 | 19120507 Discharge Thu, 05/21/2 .. | 0h:23m 2% 0 0 0 0
2 RTKD0022304 | 19120507 Discharge Thu, 05/21/2... | Oh:54m 47 0 0 0 0
25 RTKDO022304 | 19120507 Discharge Thu, 05/21/2... | Oh:42m kT 0 0 0 0
28 RTKD0022304 | 19120507 Discharge Thu, 05/21/2... |Oh:T1m g 0 0 0 0
31 RTKDO022304 | 19120507 Discharge Fri, 05/22/20... | Oh:39m 3 0 0 0 0
1 RTKD0022304 | 19120507 Discharge Fri, 05/22/20... |1h:17m 0 0 0 0 0
* RTKDO022304 | 19120507 Discharge Fri, 05/22/20... | Oh:Sm 5 0 0 0 0
9 RTKD0022304 | 19120507 Discharge Fri, 05/22/20... |0h:36m 0 0 0 0 0
42 RTKDO022304 | 19120507 Discharge Fri, 05/22/20... | Oh:20m 19 0 0 0 0
2!-1 DTEANNOIINA | 101 WENT Mhim b mm Cs NRE A3 430 N1 D 1in n n n n = w7
Power Designers Sibex Page 25 of 29 Your Vision, Our Technology



v. PowerTrac Cycles — Print Preview

|2 Print Preview Cycle Table For Battery 1D : RTKD0082304 =N ==
H i | |2 100% S8 € 1ofT2 ¥ |2 *
Cycle Table For Battery ID : RTK00082304

CyclelD  [BatteryID  |[FactorylD  |CycleType  [CycleStart  |Duration Cycle Ahr OV uv loc loT EL Max TempF  [Max Temp Time

2 RTKDOD82304 19120507 Discharge \wed, 057201202 [2h:6m 112 0 0 1 0 0 99.32 512012020 45513 F
5 RTKDOD82204 19120507 Discharge \wed, 057201202 [0h:14m 12 0 0 0 0 0 99.14 5202020 10.58:48
8 RTKDOD82204 19120507 Discharge \/ed, 05720202 |Oh2m 3 0 0 0 0 0 98.42 5202020 11:58.06
10 RTKDOD82204 19120507 Discharge Thu. 052172020 |Oh:4m n 0 0 0 0 0 386 52172020 12:00:14
13 RTKDOD82204 19120507 Discharge Thu. 05/21/2020 |oh: 16m 21 0 0 0 0 0 97.16 572172020 31216 A&
16 RTKDOD82204 19120507 Discharge Thu. 052172020 [oh:11m 15 0 0 0 0 0 386 572172020 4:00:52 &
19 RTKDOD82204 19120507 Discharge Thu. 052172020 [oh:23m 26 0 0 0 0 0 38.24 572172020 4:58:30 &
22 RTKDOD82204 19120507 Discharge Thu. 052172020 |0h:54m 47 0 0 0 0 0 3842 572172020 3:08:20 &
25 RTKDOD82204 19120507 Discharge Thu. 052172020 |oh:42m 0 0 0 0 0 35 572172020 5:13:25F
28 RTKDOD22304 19120507 Discharge [Thu. 052172020 [oh:11m g 0 0 0 0 0 3356 52172020 10:58557
31 RTKDOD82204 19120507 Discharge Fri. 052272020 |0h:38m 3 0 0 0 0 0 .12 572272020 4:51:45 &
EN RTKDOD82204 19120507 Discharge Fri. 052272020 [1h:17m 80 0 0 0 0 0 384 572272020 3:03:23 A&
3% RTKDOD82204 19120507 Discharge Fri. 052272020 |0h:Sm & 0 0 0 0 0 36.08 5222020 3:41:25 A
39 RTKDOD82204 19120507 Discharge Fri. 052272020 |0h:36m N 0 0 0 0 0 94,46 5222020 11:45:32
42 RTKDOD82204 19120507 Discharge Fri. 052272020 |0h:20m 19 0 0 0 0 0 9352 572272020 3:23:18 P
45 RTKDOD82204 19120507 Discharge Fri. 052272020 |0h:13m 10 0 0 0 0 0 941 572272020 4:40:57 P
28 RTKDOD82204 19120507 Discharge Mon. 05251202 |0h:17m 21 0 0 0 0 0 9572 5/25/2020 10:50.36
51 RTKDOD82204 19120507 Discharge Mon. 05251202 |0h:23m 12 0 0 0 0 0 30,68 5/25/2020 9:31:49 P
54 RTKDOD82204 19120507 Discharge Tue. 05262020 |0h:58m 47 0 0 0 0 0 8672 5/26/2020 11:32:52
57 RTKDOD82204 19120507 Discharge Tue. 05262020 |0h:30m 14 0 0 0 0 0 2234 57262020 1:22:03 P
59 RTKDOD82204 19120507 Discharge Tue. 05/26/2020 [1h:25m 62 0 0 0 0 0 [s0.14 5/26/2020 2:26:00 P
62 RTKDOD82204 19120507 Discharge Tue. 05/26/2020 [1h:33m 71 0 0 0 0 0 |s2.12 5/26/2020 6:13:32 P
65 RTKDOD82204 19120507 Discharge Tue. 05262020 |oh:12m 1 0 0 0 0 0 .48 5/26/2020 3:00:43 P
62 RTKDOD82204 19120507 Discharge Tue. 052672020 [oh:11m 15 0 0 0 0 0 9176 5/26/2020 11:56:31
71 RTKDOD82204 19120507 Discharge \wied, 05/27/202 [0h:55m 83 0 0 0 0 0 9154 5/27/2020 2.50:30 &
74 RTKDOD82204 19120507 Discharge \/ed, 057271202 |Oh:Em 8 0 0 0 0 0 9154 5/27/2020 51728 &
77 RTKDOD82304 19120507 Discharge \/ed, 057271202 [2h:18m 134 0 0 1 0 0 93.02 512772020 8:38:02 &
79 RTKDOD82204 19120507 Discharge \wed, 057271202 [0h:21m 20 0 0 0 0 0 96.08 512772020 11:0410
82 RTKDOD82204 19120507 Discharge \wed, 05/27/202 [2h:15m 11 0 0 0 0 0 96.44 51272020 31150 F
84 RTKDOD82204 19120507 Discharge \wied, 05/27/202 [0h:30m 23 0 0 0 0 0 98.96 5/27/2020 401:08 F
87 RTKDOD82204 19120507 Discharge \wied, 05/27/202 [0h:24m 8 0 0 0 0 0 97.52 5/27/2020 5:2254 F

of 72 iattery
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w. Site Analysis — Print Preview

#} B-SMART User Software
File Data  Synchronization  Window  Help

Ty (%]

|Cl Print Preview Site Analysis [all events]
H i3 | |2 100% - % | € 1of2 % |

Site Analysis [all events]

Battery ID Install Date Weeks % Ahr Ret <=90% or >=120% % Equalization < 50% [Temp >=130°F Over 50% of the Time

PL1041900473 5/2/2019 8:31:00 A [33 1519 624 0.0

PL104150311 5/9/2019 5:57:00 A [p4 [2505 0.0 0.2

PL104190315 5/2/2019 12:45:00 {48 1251 0.0 127.2

PL104190319 1/30/2020 11:50:00 |50 67 .6 0.0 1.6

FL104190322 522019 1:00:00P [54 1277 0.0 0.3

PL104150325 5/2/2019 2:08:00 P [so 12390 0.0 0.2

FL104190328 5/8/2019 10:45:00 [s5 1289 0.0 0.6

PL104190325 5/2/201912:12:00 |72 3856 0.0 0.2

FL104190470 522019 §:32.00 A 35 1279 33.7 0.0

FL104150471 5272019 5:43:.00 A [75 1231 140.0 0.0

FL1041590472 522019 11:02:00 [36 1278 144.8 0.1

PL104150477 5/2/2019 10:4700 [36 1271 70.8 0.0

FL204130461 5/1/2019 1:19:00P [35 114.4 326 0.0

PL204150463 5/1/201912:04:00 f35 116.1 1453 0.0

B-SMART Battery Data Page 1of 2 SBu
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X. Real Time Data — Print Preview

|21 Print Preview Battery ID: PowerTrac3_5, Factory D: 12343670

B | |4 85% - £ € 1efo20 » |
Battery ID: PowerTrac3_5. Factory ID: 12345670

Fow ID Battery ID Factory ID ISam ple Time Voltage/call |C urrent (Cumulstive Ahrs  [Temp
735285 PowerTracd 5 12343570 01/18/2015 08:47:4 | 75 ] i) .53
256266 01/18/2015 08:47:5 n o .5+
(235267 01/18/2015 08:48:0 ] o =
255268 01/18/20135 08:48: ] i) .51
255288 PowerTrac3 5 01/18/2015 08:48:2 ] o .51
lse2T0 PowsrTracd 5 01/18/2015 0B:48:3 ] i -51
(23527 PoweiTrac3d_5 01/12/2013 05:48:4 ] i) .51
(235272 PoweTrac3_5 01/18/2015 0B:48:5 ] o =+
255073 PowerTracd 5 01/18/2015 08:48:0 ] i) .51
[256274 FowsTracd_3 01/18/2015 08:48:1 ] 0] .53
(235275 PowerTrac3_5 01/18/2015 08:48:2 ] o .53

FowsrTrac? 5 01/18/2015 08:45:3 ] 0 51

PowerTrac2_3 01/18/2015 08:45:4 ] o .53
(235275 PowsrTrac3_5 01/18/2015 08:48:5 ] o =+
1255073 FowsrTrac 5 01/18/2015 08:530:0 o 75 ] 0 52
[z25z80 FowsrTrac3_5 01/18/2015 08:50:1 p.77 ] o =+
(235281 PowerTracd_3 01/18/2015 08:530:2 |0.77 ] i =1
755282 FowsrTrac 5 01/18/2015 08:50:3 |, 7 ) o 52
735283 PowerTrac 5 01/18/2015 08:50:4 o 75 ] o =+
(235284 FowsrTracd_3 01/18/2015 08:50:5 [0.78 ] 0 =1
755285 FowsrTrac 5 01/18/2015 08:51:0 ) o 52
—— FowerTrcs 5 011872015 D8:51:1 o o 51
[256287 PowsTracd_5 01/18/2015 08:51:2 ] ] .51
(25288 FowsrTrac3_5 01/18/2015 D8:51:3 ] o .53
256289 01/18/2013 08:31:4 ] i) .51
(288230 01/18/2015 08:51: ] o .51
[2eg2a1 01/18/2015 08:52:0 ] o =+
[zeszs2 FowsrTrac 5 01/18/2015 08:32:1 0 .51
225 FowsrTrac3_5 01/18/2015 D8:52:2 ] 52

Power Designers Sibex
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y. Real Time Data Chart — Print Preview
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